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11/14/2008

School District: Platte County

Location: Autumn Ridge - Pool Playground

Inspector: ERNEST KNIGHT

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure

Other Equipment

No

No

Non-Compliance

Not in compliance with CPSC or ASTM
standards; however does NOT pose a hazard

Standard for Playgrounds for Public Use - ASTM
F1487 - Home playground equipment,
amusement rides and sports / fithess equipment
not rated for public playgrounds

Structures are not compliant with ASTM, CPSC
or ADA Law. Equipment designed for residential
use. Many non-compliance issues provide
significant liability to the owners.
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Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure
Other Equipment

No

No

Priority Two

Hazard that may cause serious injury

Use Zones - Stationary Play Equipment shall
extend no less than 72 inches from all sides of
the structure - ASTM 9.2.1

Inadequate use zones between structures. Use
zones on modular play structures may not
overlap. Recommend removal.

R

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure
Slide

No

No

Priority Two

Hazard that may cause serious injury

Slides - Clearance Zone - 21 inches - ASTM
8.5.6.1

There should be a 21" clearance zone from both
sides of bed way edge. Non compliant. Support
legs at end of slide create string entanglement.
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11/14/2008

School District: Platte County

Location: Autumn Ridge - Pool Playground

Inspector: ERNEST KNIGHT

Area Description:

ROOL PLAYGROUND

Structure Type:

Play Event:

ADA Accessible:
CPSC Compliant?:

Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure

Barrier

No

No

Priority One

Hazard that may cause death or permanent
disability

Head and Neck Entrapment - Bounded rigid
opening - Opening greater than 3.5 in. and less
than9in.- ASTM 6.1.1.1

All barriers and guardrails contain head
entrapments. Should be removed from service.
Risk of torso passing through opening but head
not passing through opening.

Area Description:

ROOL PLAYGROUND

Structure Type:

Play Event:

ADA Accessible:
CPSC Compliant?:

Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure

Tire Swing

No

No

Priority One

Hazard that may cause death or permanent
disability

Rotating Swings (tire swing) - Placement - ASTM
8.6.2.1

Rotating swings shall be located away from other
play structures. Rotating swings shall not be
attached to composite play structures.
Recommend remove from service.

Area Description:

ROOL PLAYGROUND

Structure Type:

Play Event:

ADA Accessible:
CPSC Compliant?:

Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure

Slide

No

No

Priority One

Hazard that may cause death or permanent
disability

Slides - Gaps or spaces creating entanglements -
6.4.1.2

Many string entanglements at slide attachment
points. Also, head entrapment between slide,
support post and platforms. Recommend
removal.
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Protecring our Children and the Environment

11/14/2008

School District: Platte County

Location: Autumn Ridge - Pool Playground

Inspector: ERNEST KNIGHT

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure
Climber (Flexible)

No

No

Priority Two

Hazard that may cause serious injury

Slides - Clearance Zone - 21 inches - ASTM
8.5.6.1

Inadequate clearance between slide and net
climber. Recommend remove from service.

l.t.!i,.la;.-.‘.uﬂm

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure

Other Equipment

No

No

Priority One

Hazard that may cause death or permanent
disability

Protective Surfacing - ASTM 13.2

Inadequate surfacing for 8' fall height. Many
accessible are higher than 8' in this play area.
Recommend remove equipment and replace with
compliant equipment and surfacing.

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

ASTM Standard:

Description:

Composite Playground Structure

Barrier

No

No

Priority One

Hazard that may cause death or permanent
disability

Barriers and Guardrails - 5-12 yr olds - Platform
over 48" - Barrier - min height 38" - ASTM 7.5.53.
-7554

Barrier with horizontal pickets encourage
climbing. Recommend removal and replacement.
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School District: Platte County

Location: Autumn Ridge - Pool Playground

Inspector: ERNEST KNIGHT

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

Composite Playground Structure
Slide

No

No

Priority Two

Hazard that may cause serious injury

10
ASTM Standard: Slides - Exit transition - Minimum 11 in. - ASTM
8.5.5.1
No exit transition. Also, slide exit should be
. |between 7"-11" above protective surface to allow
Description: " o ;
controlled transition from sitting to standing.
Recommend remove.
Area Description: ROOL PLAYGROUND
Structure Type: [Composite Playground Structure
Play Event: [Climber (Flexible)
ADA Accessible: |No
CPSC Compliant?: [No
Hazard Type: |Priority Two
Hazard / Problem: |Hazard that may cause serious injury
11
~ |Suspended Hazards - cables, ropes or chains -
ASTM Standard: ASTM 6.6
- Loose chains and cables are not allowed on or in
Description: .
the play area. Recommend remove from service.
Area Description: FOOL PLAYGROUND
Structure Type: [Composite Playground Structure
Play Event: [Climber (Flexible)
ADA Accessible: |No
CPSC Compliant?: |No
Hazard Type: |Priority Two
Hazard / Problem: |Hazard that may cause serious injury
12

ASTM Standard:

Description:

Suspended Hazards - cables, ropes or chains -
ASTM 6.6

Loose chains and cables are not allowed on or in
the play area. Recommend remove from service.
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11/14/2008

School District: Platte County

Location: Autumn Ridge - Pool Playground

Inspector: ERNEST KNIGHT

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

Composite Playground Structure
Barrier

No

No

Priority Two

Hazard that may cause serious injury

13
. . insert photo here
Barriers and Guardrails - 5-12 yr olds - Platform
ASTM Standard: [over 48" - Barrier - min height 38" - ASTM 7.5.53.
-7554
. No barrier. Inadvertent fall likely. Recommend
Description: R
enclose or remove from service.
Area Description: ROOL PLAYGROUND
Structure Type: [Composite Playground Structure
Play Event: [Overhead Ladder
ADA Accessible: |No
CPSC Compliant?: [No
Hazard Type: |Priority Two
Hazard / Problem: |Hazard that may cause serious injury
14
Overhead Ladder - Horizontal distance from
ASTM Standard: [platform to first rung from a platform no greater
than 10 inches - ASTM 8.3.2
Barrier prevents access to platform from
Description: |Overhead Ladder. User must drop to inadequate
surfacing. Recommend remove from service.
Area Description: FOOL PLAYGROUND
Structure Type: [Composite Playground Structure
Play Event: [Climber (Flexible)
ADA Accessible: |No
CPSC Compliant?: [No
Hazard Type: |Priority Two
Hazard / Problem: |Hazard that may cause serious injury
15

ASTM Standard:

Description:

Protrusions - Projections which increase in size -
ASTM 6.4.4

Knots on top of Net Climber are protrusions that
create possible string entanglement. Recommend
remove from service.

insert photo here
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11/14/2008

School District: Platte County

Location: Autumn Ridge - Pool Playground

Inspector: ERNEST KNIGHT

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

Composite Playground Structure

Balance Beam

No

No

Priority One

Hazard that may cause death or permanent
disability

16
insert photo here
ASTM Standard: [Protective Surfacing - ASTM 13.2
Header beam constitutes a designated play
. surface. Fall from this beam will impact fence
Description: . .
and/or inadequate safety surfacing. Recommend
remove from service.
Area Description: ROOL PLAYGROUND
Structure Type: [Composite Playground Structure
Play Event: [Balance Beam
ADA Accessible: |No
CPSC Compliant?: [No
Hazard Type: |Priority One
Hazard / Problem: ;:;zgl(ijtthat may cause death or permanent
17 y
insert photo here
ASTM Standard: [Protective Surfacing - ASTM 13.2
Header beam constitutes a designated play
. surface. Any flat surface greater than 2" X 2" is
Description: . .
considered a designated play surface.
Recommend remove from service.
Area Description: ROOL PLAYGROUND
Structure Type: [Composite Playground Structure
Play Event: [Other Equipment
ADA Accessible: |No
CPSC Compliant?: [No
Hazard Type: |Priority Two
Hazard / Problem: |Hazard that may cause serious injury
18

ASTM Standard:

Description:

Use Zones - Stationary Play Equipment shall
extend no less than 72 inches from all sides of
the structure - ASTM 9.2.1

Inadequate protective area around modular play
structure. Recommend remove from service.

insert photo here
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11/14/2008

School District: Platte County

Location: Autumn Ridge - Pool Playground

Inspector: ERNEST KNIGHT

Area Description: H

OOL PLAYGROUND

Structure Type:
Play Event:

ADA Accessible:
CPSC Compliant?:
Hazard Type:

Hazard / Problem:

Composite Playground Structure
Other Equipment

No

No

Priority Two

Hazard that may cause serious injury

19
insert photo here
Swings - Clearances, splay, chain separation -
ASTM Standard:
andard |AsTM 8.6.1.5
. Improper hardware design. Recommend remove
Description:
or replace.
Area Description: ROOL PLAYGROUND
Structure Type: [Composite Playground Structure
Play Event: [Climber (Stationary)
ADA Accessible: |No
CPSC Compliant?: [No
Hazard Type: |Priority Three
Hazard / Problem: Hazar_d that may cause slight injury aqd is in non-
20 compliance with standards and guidelines
insert photo here
ASTM Standard: [No Reference
Climber under slide is not accessible. Poor
Description: |design and conflicting use zone issues.
Recommend remove from service.
Area Description: ROOL PLAYGROUND
Structure Type: [Composite Playground Structure
Play Event: [Other Equipment
ADA Accessible: |No
CPSC Compliant?: [No
Hazard Type: |Priority Two
Hazard / Problem: |Hazard that may cause serious injury
21

ASTM Standard:

Description:

Signage & Labels - Both play area and
equipment require signage and labels with
information as to age appropriateness,
manufacturer and supervision - ASTM 15

No signage showing age appropriateness or
requirement for adult supervision. Liability issue.

insert photo here
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